
Precautions for Using Safety Products
In a safety system using the CC-Link IE Field safety communication functions, there are cases where the 
required performance of SIL3/SIL2 cannot be satisfied depending on the combination of system 
configuration and communication settings.
For details, refer to the following technical bulletin.
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