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Overview 

Information disclosure vulnerability due to Weak Password Requirements (CWE-521 1 ), as well as information disclosure, 
tampering, and denial-of-service (DoS) vulnerability due to Use of Hard-coded Credentials (CWE-7982), exist in photovoltaic system 
monitor “EcoGuideTAB” (discontinued in 2015, support ended in 2020). An attacker within the Wi-Fi communication range 
(approximately 10 meters) between the units of the product (measurement unit and display unit) may be able to derive the password 
from the SSID (CVE-2025-5022). Furthermore, by exploiting this vulnerability (CVE-2025-5022), an attacker who has access to the 
Wi-Fi communication between the units may use hardcoded user ID and password common to the product series to disclose 
information such as generated power and electricity sold back to the grid stored in the product, tamper with or destroy stored or 
configured information in the product, or cause a Denial-of-Service (DoS) condition on the product (CVE-2025-5023). 

In addition, if the product is configured to enable the individual air conditioner control function, an attacker who has access to the 
Wi-Fi communication between the units by exploiting CVE-2025-5022 may be able to execute ECHONET Lite3  commands to 
perform operations such as turning the air conditioner on or off and changing the set temperature. 

The names of the products affected by these vulnerabilities are listed below. Please discontinue the use of the affected products or 
take mitigation measures. 

Note that devices related to power generation, such as PV modules, PV junction boxes, and PV inverters connected to the product, 
are not affected by these vulnerabilities. Furthermore, the product does not store any personal or sensitive information. 
 

CVSS4 
CVE-2025-5022  CVSS:3.1/AV:A/AC:L/PR:N/UI:N/S:U/C:H/I:N/A:N  Base Score: 6.5 
CVE-2025-5023  CVSS:3.1/AV:A/AC:H/PR:N/UI:N/S:U/C:L/I:H/A:H  Base Score: 7.1 
 

Affected products 
All versions of the models listed below are affected. 

PV-DR004J 
PV-DR004JA 
However, the individual air conditioner control function is available only in display unit version 02.00.01 or later and measurement 
unit version 02.03.01 or later. 

 
Description 

Multiple vulnerabilities below exist in Photovoltaic System Monitor “EcoGuideTAB”. 
• CVE-2025-5022: Information disclosure vulnerability due to Weak Password Requirements (CWE-521) 
• CVE-2025-5023: Information disclosure, tampering, and denial-of-service (DoS) vulnerability due to Use of Hard-coded 

Credentials (CWE-798) 
 

Impact 
An attacker within the Wi-Fi communication range between the units of the product (measurement unit and display unit) may be 

able to derive the password from the SSID. Furthermore, by exploiting this vulnerability, an attacker who has access to the Wi-Fi 
communication between the units may use hardcoded user ID and password common to the product series to disclose information 
such as generated power and electricity sold back to the grid stored in the product, tamper with or destroy stored or configured 
information in the product, or cause a Denial-of-Service (DoS) condition on the product. 

In addition, if the product is configured to enable the individual air conditioner control function, an attacker who has access to the 
Wi-Fi communication between the units by exploiting CVE-2025-5022 may be able to execute ECHONET Lite commands to perform 
operations such as turning the air conditioner on or off and changing the set temperature. 

Note that devices related to power generation, such as PV modules, PV junction boxes, and PV inverters connected to the product, 
are not affected by these vulnerabilities. Furthermore, the product does not store any personal or sensitive information. 
 
 

 
1 https://cwe.mitre.org/data/definitions/521.html 
2 https://cwe.mitre.org/data/definitions/798.html 
3 ECHONET Lite is a trademark of the ECHONET Consortium. 
4 https://www.first.org/cvss/v3.1/specification-document 
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Countermeasures 
As support for the affected products has ended, please discontinue their use or take mitigation measures. 
For customers who continue to use the product, please take the mitigation measures. 
For customers who discontinue use, please follow the instructions below, as the procedure differs depending on whether the individual 
air conditioner control function is enabled. 

• For customers not using the individual air conditioner control function: 
Turn off the power of the measurement unit and display unit. 

• For customers using the individual air conditioner control function: 
Change the settings of the display unit to disable the individual air conditioner control function of the product, then turn off the 
power of the measurement unit and display unit. In addition, initialize the Wi-Fi extender and Wi-Fi adapter connected to the product 
while referring to the user manual. After disabling the function, please use the remote controller provided with the air conditioner 
for operation. 
 

Mitigations 
Mitsubishi Electric recommends that customers take the following mitigation measures to minimize the risk of exploiting these 
vulnerabilities. 
• Prevent an unauthorized third party that could be a malicious attacker from accessing the product’s Wi-Fi communication range. 
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Contact information 
Contact us at the email address below if you have any inquiries regarding these vulnerabilities. 
E-mail: taiyo@nm.MitsubishiElectric.co.jp 

  
Update history 

September 18, 2025 
•“Overview,” “Affected products,” “Impact,” “Countermeasures,” and “Mitigations” have been revised. 
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